™ COUNTY OF MONTEREY
\HEALTH DEPARTMENT

Elsa Jimenez, Director of Health .

Clinic Services _
Administration Emergency Medical Services Public Health
Behavioral Health £nvironmantal Health/Animal Services public Administrator/Public Guardiar

May 19, 2017
Pacific Valley School
Attn: Gordon Piffero
69325 HWY 1
BIG SUR, CA 93920

COMPLIANCE ORDER LETTER
Pacific Valley School Water‘_Svstem, 1. D. No. 270-2254

Coliform Bacteria MCL Violations for May 2017
Non-Transient Non-Community Water System

Dear Mr. Piffero,

' This letter is formal notification that the above referenced water system is in violation of Title 22
of the California Code of Regulations (CCR) drinking water standards. Specifically, the
Monterey County Health Department, Environmental Health Bureau (EHB) has received
bacteriological monitoring results which indicate this water system is in violation of the Total
Coliform Maximum Contaminant Level (MCL) set forth in Section 64426.1(b)(2), Title 22, CCR
for the months of January and February 2016, The MCL was exceeded since two or more
samples were total coliform positive in the same month.

As required by Section 64423.1(b), Title 22, CCR, the water system shall direct the laboratory to
notify the system within 24 hours whenever the presence of total coliforms, fecal coliforms or E.
coli is demonsirated in a sample and the water system shall ensure that a contact person is available
to receive these analytical results 24-hours a day. Section 64423.1(c), Title 22, CCR requires that
if a water system is not in compliance with the Total Coliform MCL, the system shall notify the
Department by the end of the business day on which this is determined, unless the determination
occurs after the Department office is closed, in which case the supplier shall notify the Department
within 24 hours of the determination. EHB was properly notified of the MCL violation.

As required by Section 64426(b)(2), Title 22,CCR, the water system shall submit information on
the current status of physical works and operating procedures which may have caused the water
quality failure. A Positive Total Coliform Investigation form has been attached to report your
findings. Complete the form and submit a copy to EHB by June 10, 2017. '

In order to bring the system back into compliance with coliform bacteria water quality standards
in Section 64421, Title, 22 CCR, you are hereby ordered to take all necessary actions to resolve
the coliform contamination event. This includes disinfecting the system and correcting any
deficiencies noted in the Positive Total Coliform Investigation form. After the disinfection
process is complete and any necessary repairs have been complefed, collect additional
samples in order to help determine if the coliform contamination has been resolved. Inorder
to show all chlorine has been flushed from the system, chlorine residuals shall be
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Pacific Valley School Water System
Compliance Order Letter
May 19, 2017

analyzed and reported with each sample. A normally chlorinated system shall also analyze and
submit chlorine residuals to show chlorine levels have returned to normal. This process shall be
repeated until one complete set of samples is absent of coliform bacteria. Additionally, Section
64424, Title 22, California Code of Regulations, requires that if one or more samples collected in
a month is positive for total coliform bacteria, the water system shall collect at least five routine
samples the following month. Therefore, five routine samples shall be collected during June
2017. Your system may be eligible for a waiver of the 5 follow-up samples based on the results
of the samples collected after the disinfection process and the Coliform Investigation form. This
waiver request must be submitted to EHB for review and approval prior to the end of the month in
which follow-up samples are required.

You must also comply with all other sampling requirements, reporting, and notification
requirements applicable to your system. Please see the attached monitoring guidelines and
following website for assistance in determining sampling and reporting requirements.
http://www.cdph.ca.gov/certlic/ drinkinewater/Documents/Lawbook/dwregulations-12-21-

2010.pdf

As per section 64463.4(a)(1), Title 22, CCR, in order to inform users of the quality of the water,
the water supplier is required to notify all persons served by the water system of the MCL violation.
The notification requirement can be met by conspicuously posting an approved notice for non-
resident water users, and by hand delivering or mailing a copy of the notice to residents served by
the water system. A sample notification has been enclosed for your convenience. Please complete
the notification process and submit a copy of the notification and proof of notification forms to the
EHB by June 10, 2017. The notificationisto remain in effect until the problem has been resolved
and the EHB has given clearance.

Please note that any further MCL violations or failure to comply with sampling, reporting, and
notification requirements could result in additional enforcement action against the water system,
which may be billed at the EHBs’ current hourly rate. If you have any questions, please contact
me, Sandy Ayala at (831)755-8924 or ayalasa@co.monterey.ca.us

Sincerely,

Sandy Ayala REHS III
Senior Environmental Health Specialist

encl: Bacteriological monitoring guidelines, Public Notification, Proof of Notification, Positive Total Coliform
Investigation
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Este informe contiene |nforma0| mu ifn agua potable.
Tradtzcalo o hable con alguien que lo entienda bien.

Pacific Valley School Water System
Has Levels of Coliform Bacteria
Above the Drinking Water Standard

Our water system recently violated a drinking water standard. Although this is not an
emergency, as our customers, you have a right to know what you should do, what
happened, and what we are doing to correct this situation.

We routinely monitor for the presence of drinking water contaminants. We took

samples to test for the presence of coliform bacteria during [month year].
of those samples showed the presence of total coliform bacteria. The
standard is that no more than 1 sample per month/may do so.

What should | do?
« You do not need to boil your water or take other corrective actions.

« This is not an emergency. If it had been, youwould have been notified immediately.
Total coliform bacteria are generally not harmful themselves. Coliforms are
bacteria which are naturally present in the environment and are used as an
indicator that other potentially-harmful, bacteria may be present. Coliforms were
found in more samples than allowed and this was a warning of potential problems.

e Usually, coliforms are a sign that there could be a problem with the treatment or
distribution system (pipes). Whenever we detect coliform bacteria in any sample,
we do follow-up testing to see if other bacteria of greater concern, such as fecal
coliform or E. coli, are present. We did not find any of these bacteria in our
subsequent testing. If we had, we would have notified you immediately.

However, we are still finding coliforms in the drinking water.

e People with severely compromised immune systems, infants, and some elderly
may be at increased risk. These people should seek advice about drinking water
from their health care providers. General guidelines on ways to lessen the risk of
infection by microbes are available from U.S. EPA's Safe Drinking Water Hotline
at 1(800) 426-4791.

 Ifyou have other health issues concerning the consumption of this water, you may
wish to consult your doctor.

What happened? What is being done?

. [Describe corrective action]. We will inform you when
our sampling shows that no bacteria are present. We anticipate resolving the problem
within [estimated time frame].
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For more information, please contact [name of contact] at
[phone number] or [mailing address].

Please share this information with all the other people who drink this water, especially
those who may not have received this notice directly (for example, people in apartments,
nursing homes, schools, and businesses). You can do this by posting this public notice
in a public place or distributing copies by hand or mail.

Secondary Notification Requirements

Upon receipt of notification from a person operating a public water system, the following
notification must be given within 10 days [Health and Safety Code Section 116450(g)}:

e SCHOOLS: Must notify school employees, students, and parents (if the students
are minors).

¢« RESIDENTIAL RENTAL PROPERTY OWNERS OR MANAGERS (including
nursing homes and care facilities): Must notify tenants.

"« BUSINESS PROPERTY OWNERS, MANAGERS, OR OPERATORS: Must notify
employees of businesses located on the property.

This notice is being sent to you by Pacific Valley School Water System.

State Water System ID#: 270-2254. Date distributed:
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PROOF OF NOTIFICATION

As required by Section 116450 of the California Health and Safety Code (H&SC), I notified all users
of water supplied by the

Pacific Valley School Water System

of failure to comply with the maximum contaminant level for coliform bacteria for the month of May
2017 according to California Code of Regulations(CCR), Title 22, Section 64426.1.

Notification was performed on

(Date)

(method of distribution)

Signature and Title of Water System Representative

Disclosure: Be advised that Sections 116725 and 116730 of the H&SC state that any person who
knowingly makes any false statement on any report or document submitted for the purpose of
compliance with the California Safe Drinking Water Act may be liable for a civil penalty not to
exceed five thousand dollars ($5,000) for separate violation for each day that violation continues.
In addition, the violators may be prosecuted in criminal court and upon conviction, be punished
by a fine of not more than $25,000 for each day of violation, or be imprisoned in the county jail
not to exceed one year, or both the fine and imprisonment.
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Monterey County Health Department, Environmental Health Bureau

Bacteriological Monitoring Requirements

Flow Chart
In compliance

absent
Collect routine sample
total positive—s» Collect four repeat samples and chlorine residuals within 24 hrs

E. coli (groundwater-sample each source-can count towards 1 repeat)

positive :
all absent one or more positive (MCL violation)
contact EHB

immediately In compliance 1. Contact EHB within 24 hours
Collect 5 samples the 2. Conduct investigation/maintenance
following month unless 3. Collect repeat sample sets until one
waived. complete set is absent of coliform bacteria

4. Collect five routine samples following month
DETAILS (See Title 22, California Code of Regulations)

Sampling Frequency-Routine Samples (section 64423)

Community and Nontransient-Noncommunity water system - minimum of one sample per month
Transient-Noncommunity water system — groundwater-minimum of one sample per quarter, except one
sample per month in which 1,000 or more persons can be served by the water system
Transient-Noncommunity water system — surface water-minimum of one sample per month

If any samples are E.coli positive, the water system must notify EHB immediately.

Repeat Sampling Requirements — Required when Routine Sample is total coliform positive

The water system must require the laboratory 10 notify the system within 24 bours whenever any
coliforms are present in a sample. A repeat sample set must be collected by the system within 24 hours
of notification. This set must consist of at least four samples for each total coliform-positive sample and
be collected in accordance with an approved sample siting plan. Generally, repeat samples shall be
collected from:

» the site of the original positive (required),

= the well,

» the storage tank(s),

» another point in the distribution system within 5 service connections of the original positive

= Goundwater systems must sample each source-sample may count towards 1 repcat sample

= [f well is E. coli/fecal positive, contact EHB within 24 hrs for New Groundwater rule guidance

This collection scheme is designed to identify the origin of the contamination. Systems with multiple
wells and tanks may sample within 5 service connections upstream and downstream of the original
positive or from combined well and tank taps, if available.

The samples shall be collected prior to disinfection of the water system and the water system shall be '

inspected by the water system during the sampling to identify any potential causes of the original positive
sample. Chlorine residual readings shall be analyzed and reported for all repeat samples.

Maximum Contaminant Level Exceedence (MCL) (64426.1)

If one or more samples in the repeat sample set are total coliform-positive, the water system has exceeded
the MCL for coliform bacteria and must notify this office within 24 hours. The system must investigate
the cause of the positive samples and continue to collect a set of repeat samples until one set has no
coliform positive samples. The system must also submit a report of findings including the following
(64426): '
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=  Current operating procedures that are or could potentially be related to the increase in bacterial count, such
as main repairs or well work conducted without disinfection,

»  System pressure oss to less than 5 psi,

» Potential cross connections,

» Physical evidence indicating bacteriological contamination of facilities (such as openings in the well
casing, storage tank or evidence of animal activity in the vicinity of the well),

*  Analytical resuits of any additional investigative samples collected, including well samples,

= residents’ illness suspecied of being waterborne.

=  Records of the investigation and any action taken.

Follow-up Sampling

The water system must collect five routine samples the month following any total coliform sample (64424).
May be waived if the Department conducts a site visit and determines why the sample(s) were positive and
established that the problem has been corrected.

Additional Sampling Requirements

Samples for bacteriological testing must also be collected whenever cither of the following conditions apply:
e loss of water pressure below 5 psig within the distribution system

e upon completion of consiruction, installation, or repair of wells, water mains, or storage facilities.

Samples are to be collected in accordance with an approved Sample Siting Plan (SSP). The sample must be
tested by a laboratory certified by the State of California. The water system must direct the laboratory to
submit copies of all required bacteriological monitoring directly to this office by the tenth day of the following
month.

Collecting Bacteriological Water Samples

Collect samples at cold water faucets that are free of contaminating devices such as screens, aeration devices, hoses,
point-of-use devices, or swiveled faucets. To prevent contamination, do not obtain samples from taps that leak around
the valve stem and allow water to flow over the outside of the tap. Faucets must be high enough to put the botile
underneath without contacting the mouth of the container with the faucet. '

Taking the sample:

1. Open the fancet and thoroughly flush the line for at least two to five minutes. The longer the water runs the better
the chance of flushing out bacteria that may be in the building plumbing.

2. Reduce the flow until the water leaving the tap has a continuous, gentle flow without any turbulence.

3. Sterile containers provided by your laboratory must be used. Do not rinse the bottle prior to taking the sample.
The powder in the boitle is sodium thiosulfate which inactivates any chlorine-based disinfectant. Be sure this
substance stays in the bottle.

4. Remove the cap from the sample bottle and keep it in your hand facing down. Do not touch the inside of the cap
or the bottle’s inner surface as these actions can contaminate the sample.

5. Carefully place the sample bottle under the running water. Fill the bottle just to the fill-line; do not overfill the
sample bottle or allow the water to splash.

6. Quickly replace the cap on the bottle and label the sample clearly. If samples cannot be delivered to the lab
immediately, place samples in a cooler with cold packs. If ice is used, at no time should the sample container be
immersed or submerged in the ice or melted ice water. The sample must be delivered to the laboratory within 24
hours from the time of collection.

1270 Natividad Road, Salinas, CA 93906 PHONE (831) 7 55-4507 FAX (831) 755-8929
http:/www.mtvhd.org/ .




7RI0° pUATI MMAY A1 Y .
6768-SSL (1€8) XV L0sp-S5L (1€8) ANOHd 906€6 VO ‘seui[eg ‘peoy PeplABEN 0LTT

piN0o 18y} Buidid Jojem Mel By O} SUOHISUUOD Aue B19Y) 81y B

Zpesyjom au} Jeau Jojem Buipuels Jo soudpine alsy) S| '}

2 PE3Y [[om Splemo} adojs eoepuns punolb sy) seoq 9

s pebiawiq
peayjiom ayy woyj Buidid Aue st Jo nd ui payeoo| peay ||om S| 'p

ns

JyBrierem [ess peay|lom s| 0

Jpousaios adid Juaa pesyjiem S| °q

Juonoauisip Jo juiod woy weansdn dej sjdwies 1sjem mel s| ‘e

podal pue sjos)ap [esisAud 1o} peay ||dm yoes 109dsu|
; T TR T

i AR

S1Iv.L3d NOILYD

L

- r'u

aInjie
IO wuoy|oD 2101 1o (S)Yjuoly

:pala|dwo)
uonebisauj ayeq

sesAjely |edibojoIqoIol Joy AlojelogeT] peyiie)d

1B3UMQ

: OO ueyy
Ew_mt_E_mm_aEwmo._.nﬁoo__oo“mﬁcow._mn_

Rt Ty

A AR A
*438ANN d

T
u ‘,.m.m mm

NOLLVINNOAN! JALLVHLSININGY

‘wissAs ay}
0} anbiun SUCKIPUOD JUNGIOE OJUI a3} O} payipow aq Aew pue (suonenbey Jo 9po) BwIoyeD ‘ZZ SillL JO (A)9Z7y9 UOROSS) UHESH
agnd Jo wewpedaq eluioyed al} Aq paiinbai uonebisanul sy} Buns|dwoo Ui SWwa)sAs Jajem o)gnd jsisse 0] papusjul s! WO} siy ]

NOILVOILSIAN! WHOHITOD TV.LOL JAILISOd

(Dy0) obrey) sjqisuodsay Ul 101e18dQ
P , w




: T pyAywrmma/dny
6768-55L (1€8) XV LOSPSSL (1€8) ANOHd 9066 VO ‘seui[es ‘peoy peplaleN 0LTI

"a)Is syl wioly Aeme Jajem aoeuns
yeup 0} suoisirold a1eyj aie ‘paung Ajeied Jo paung jj e
“paung Jo punoib saoge yue} 8yl s| ‘9
"syee| Aue Jo 831} pue po|eas YUE)] 8y} JO 19A02/100) D1 S| °G
20} ‘seyoljey sIOJedIpuUl [9A8)] Jalem 'SI00p
sse99€ SE Uons yuel ay} ul sbuiusdo pajeasun Aue asay) a1y ¥
2 PaU2210S YUE] LOBS U0 MOLHSA0 8} S| '€
Jyue) sy} Buusjue wol Jip pue
1Np juonaid 0] PAUIN}-UMOP PEUSIOS YUE]} YOES JO SJUSA |IB 3V ¢
2 SS900€ pazIIoyjneun JuaAaId 0] padO0| YUE] Yoea S| ‘|
Iz mw ; 7 T

Zainjie} Juawdinba
quawiyeal; apinoid nok §j °|

¢ CCah

s

[

i

UOI}eo0] SIU} JE 188} D1 1SE| 8} JO JNsal pue ajep sy} pinold
2159} (D1) W00 [e]0} Jajem mel e axe] NOA Op USKO MOH ™
2 duind |jom siy} seop (eweu) wed jusweal; jeym o i
;wiaisAs uonngulsip
By} WOl [[em Y} ojul yoeq Bululelp Wwoly 1ojem jusaaid
0} SA[BA J0OA[EA Y090 Bupjes|-uou e sAeY ||8M a4} ss0g |
/SS800€ pazyoyineun juaaaid 0} paindes pesyjidam sui S| Y
(SjusWIWIO Ul SUOHO3ULOD (e 2qI0Sap) ¢SUONOBULOD  SS0ID 8]
i m : T v 2




. A0 PYAJUR MMM/ Y
6768-SSL (1€8) XV LOSH-SSL (1€8) ANOHA 906€6 VD ‘Seulles ‘peoy peplaneN 0LT1

_ Zlojeuipioo) weibold 1013uo)
uoROBUUOD-SS0I9) INoA Jo Jequinu suoyd pue sweu si jeUM "0l
Zwe1b01d |0JjU0D UOHOSUUOD SSOL0 SAIIOE UE SABY noA oQ 6

ZM3IAS1 N0 10} 9p1A0ad Ued noA ainpadoid Bulysnjj usum e a18Y) s| 'g
2 paysny} 1se| We)sAs uolngusip ey} sem ojep leym ug

Zpoiiedel 31 SEM USUm Hesj suljulewl e sem alayl j| 9

Ees] aulurew e aAey noA pip 1o noA oQ

S)ea| suljuIeL 10} o8y 0} WajsAs uonnquisip 1NoA 1oadsul noA pIg °G
7 JE1S ©9UBUS)UIBLW INOA JO |013U0J J0811P U} Jepun

10U WSISAS UONINQUISIP JNOA Jedu SUOHBABIXS JO subis Aue alay) aly ¥
slie1ep apirosd ‘seh

11 (‘01 ‘suoisusixe utew ‘syeaiq uew ‘Buiysn)y JueipAy ‘sdej aoinies)
£MOOM 1SB| U} UIYIIM UO PIXIOM US3( wiv)sAs uonnquisip sy} seH ‘¢
‘Buipul} aasod 4D 1 oy bupusuadxs

0y Joud isd g uey) ssa| 0} doip WejsAs LonNguIsIp 8y ul ainssald piq ‘g
;WIB1SAS

ew ale noA ainssaid wnuwiuiw 8y} sl Jeypa ‘L

uonnqusip sy} Ul Buiuiejul
X o %@M

2 peIUBWINOoP pUB payoayd alom

9-L# Way ajep snoirald ay) Sem Jeym '+03 10 +J.1 Y} 0} Jold 2l
épajjedyuerayy s| |

2suo)jeb ulxue) abeio}s ay} JO SWINLOA 8L} sI 1BYM "L

. Kepoj yue} abeiois ay) bunixe

1o1em au) Jo (92141€)0)) |BNPISS) BULIOJYD painsesw syj SI JeYM "6
2 SeUl| J9|IN0 puE J9jul Sjeledss

aloy} aie 10 weysAs uonnguisip 8y} uo Jeol, jue} sy ssod '8
ZuoIsSnujul J00J Se yons ‘sysjep Aelues

_ Aue Ajuspi 0} pejoadsul ugeq yue} 8y} Jo Jousjul 8yl SeH ¢




: 750 pyYATI- MMM f72dNY
6768-55L (1€8) XV Losy-SSL (1€8) ANOHI 906€6 VO ‘seur[es ‘peoy pPepiAleN LTI

aidwes 10} uoneledald ul paleas) SEM de} ay} moy aqLiosa( ‘g
UoN09]100 o|dwWes o} sjusLupadwl 18430

10 uonejoban anissaoxe Jo 99l dey sjdwes sl punole esle SyYj St
(swayshs

uonebun Aeids 10 sjUBUILIEIUOD 1SYJ0 -sBuiddosp |ewue jo 89)))

Aip pue ues|o de} s|dwes ay) punoJe eaie pue dej sjdwes sy} s| ‘9
2yse|ds oAISS99Xa INOYIM paralyoe ag Ued Mo)}

Jeuiwe| poob e ajaym juicd 8y} 0} paishipe aq dej sjdwes ayj ued ‘g
;bunped

10 WS]S 8} punole $Hesg)| Jo 931} ‘UoRIpuod poob u) dej sjdwes ay} s| v
i(uis) lojeloe

10 (uis uayoy) wie Buims e aaey ‘papesiy} de) oidwes ay) sj ‘¢
£3INsS0|oUd ue

Aq pejoejoid i s Jo uoleso| JousPX@ ue ul pejeoso| dey a|dwes ayl s| ‘2
(sayoul) ;apeib anoge de) sjdwes 8y} 4o wBay ays st 1eUp 'L
R e T s I

3

il
T

ZUoNE]s 19}s00q oy} je abeyes)| ‘19jem buipues sonounok oqg ‘¥
éled

dwnd 1818004 Inok pip ‘swajqosd Ayenb |eoifojousioeq 03 Joid ‘¢
Zsiie} dwnd urew ay ji dwind 18)s00q Agpue)s e aney noA 0Q 'Z
ZAhuew moH ¢dwnd i9)so00q e aAeY noAoq ‘L

T R P

i H S R N R W Al LA e Nt

T

J SUOIIBUU0D-SS010 AJuspl
0} suop wajsAs ay Jo Aanins [eo1sAyd Jse| ay; sem sjep Jeym ug z|
ZJUS1IND SIDIASP UoRUDASId MOjpoe] JO Bunsa) pue maiAal Yy s ‘11




- 7E10°PUAII- A MM/ 1Y
an%.mm_..:maxéSmw-mmn:mamzommwcmma<u ﬁ%:__nm,_aom@%_zszs.ﬁ

S| ¢,W0lj DUILLOD S| UOJEUILIEIUOD BU) S19UM O} juiod ejep 8y} se0Qd ‘¢
] JMOjeq Heyo ay) ui sjnsal BULIojUOLL ULIOH|00 SY} 1L
- B — — TR : B e

- z @ — - T e =
g oniliaal iy Bl e k08 N - ~ e : ; b i Sl 5 & k i IR G A A N

5

Iy01s Buiaq sIaWosno |
noge sjure|duod peagoal noA j1 ssoujf Jo swoldwAs ay) a18M JEUM 9
& Ruew moH
¢aulogqsaiem Buiag jo pajoadsns ssaU(l SIBWOISND Aue jo sjuiejdwoo Aue
aAIe031 noA pip ‘gwsjqold Auenb [eoifojoLisjoeq Jeye uoos 1o Buung ‘G
;sajdwes +93/+D1 WdUNd
jo e1ep pue (s)sjdulies 891) WIOJ|0J JO SIEP ISE| usemiaq Uil 1 pid v
;abeio)s paleAs|s 10 Jomod dmyoeq oAey wielsAs ayj seod ¢
“pajeno| atem sojdules +03 10 +D1 SIoyMm eoale S0IA19S SUj) Ul psyodal
ainssaid Mol 10 ‘sebejno Jojem ‘syesiq ulew Aue 219Ul SISUM 2
. ;sbuipuy + D3 10 +01 @41 0} Joud skep g a2uy bulnp
soljjioe) Wa)sAs Jajem pajosje ley) sobeno Jamod Aue alay) 819UM 'L

%%mw :

‘(Auuns “Apum ‘Autel)

a|duwes aapsod 8y} JO S 24} & SUCHPUCD 1oU1eam 9y} aiem Jeymp 0L
2}senbal uonjeuwsioput siy}

ypm papiwgns ueld Bujjdwes sy} uo pajeubisep de} ojdwes Sy} s| 6
(012 ‘pawel} JUBDSUISID YIm paqgems ‘1ajem uel) uoiios||jod

v




7EI0 PUATI AR/ 1T
6768-5SL (1€8) XV L0SH-s5L (I€8) ANOHJ 906€6 VO ‘SSUNTS ‘PEOY PEPIANEN 0LZ1

asald a1eq
SJUSLILIOD sulolyD | ynsay uoneoo o|dwes sjdwes

|
/.

2 BULIND208] UONBUILBIUOD S| ‘¥

210ds)oY uoneU|WIEBIUOD
10} Yool djay 0} sajdwies Buijeisunua palsp|sucd wo)sAs oy} seH ‘¢

dey

auo je Ajuo Jeadde ‘auoz ainssaid e 0] PIJejos] ‘(shjue) abelo)s 1BYe
Ajuo seadde ‘(s)[jem ul Jeadde ‘walsAs inoyBnosy) pealds uoneUIWEIOD




T8I0 pUAw- a7 ANy
6768-SSL (1€8) XV LOSP-SSL (1€8) ANOHJA 906£6 VD ‘seuijes ‘peoy peplalieN (LT]

‘alva J111L ‘3WVN

. 2503 TMONM TYNOISSTJO0¥d AN 40 1S38 FHL O1 ILVHNIDV SI JA08Y
SNOILSIND FHL OL ISNOJSTY NI 3LLINENS NOILYIWHOANI 3HL LVHL AdIL30 1 INOILVOIHILY3D

SINSLSAS ¥3ALYM O118Nd JINOA
WO¥H SI1dINVYS WHOLITOD V101 3AILISOd FHL 4O IsNvO IHL 39 O1 IAIIN38 NOA Od LVHM “Ivsodsid

HNOA 1V NOILVINHO:AN]I ¥3H10 ANV ANV NOILYSILSIANI HNOA 40 S1INS3Y IHL NO a3sve | ANVYININNS

*SUOIJOSUUOD $S0I0 Pajosjoldun e Jo Uoiedo] 8y soluap! ey} pawlopdd ASAINS UORO3ULOD SSOIO JSE ayj jo AdoD v

-aBieyo s|qisuodsay ul JoyeladQ 8y} Jo 1squinu a]eolIa0 pue [9AS] UONEOYIHSD ‘SWIEN ¢

wswpedeq ino Aq uonoadsul 1se| U} doUlS Spell uaaq aAeyY sabueys pue pajeel Ajjosap s uoleUILEIIOD BU)

Jeyl moys pjnom Asu} JI papiwigns aq Aewl WojsAs ay) Ul syue) abelojs pue ‘sxyuel ainssald ‘|lom au jo sydesbojoyd jojes vy ¢
-Ryijioe) JUSLUjES]) Jajemalsem S} se Uyons sUoliosulod snopJezey ||e Jo uoneso| ayy buipnioul wajsAs uonnquisip 8y} jo

noAe| [e1susb pue ssus Bundwes [e0160|01q0IdIW ‘SHUE) obelo]s ‘suoljeso) Juswieal) ‘sdoInos e Buimoys WwajsAg Jo Ya3ais 'L

SNOILSIND IA0GY FHL OL SASNOdSIY HLIM @3LliNgns 39 O1 NOILLYWHOLNI TVNoILLIaay




